"IFBIK
1 Voice Panel Installation

Connectors Design

W For 4-pair and low-pair CW cables, Strip cable jacket
approx 40mm.

W Fasten cable tie taking care not to overtighten and
cut off surplus tie.

B Four x 3-pair termination. | View from of front.

W Additional: Attach the supplied earth conductor to the rack frame ensuring continuity according to local and any PBX requirement.
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